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NORTH

FIRST FLOOR AREA C � AIR DISTRIBUTION

TAGGED NOTES

A1 REFER TO FIRST FLOOR � AREA 'B' � AIR DISTRIBUTION PLAN FOR CONTINUATION.

A4 REFER TO FIRST FLOOR � AREA 'E' � AIR DISTRIBUTION PLAN FOR CONTINUATION.

A5 REFER TO FIRST FLOOR � AREA 'F' � AIR DISTRIBUTION PLAN FOR CONTINUATION.

A15 PROVIDE 4'' DRYER EXHAUST AIR DUCT.  ROUTE TO ALUMINUM DRYER WALL CAP WITH
BACKDRAFT DAMPER.  DO NOT INSTALL MORE THAN THREE 90 DEGREE BENDS.  REFER
TO ARCHITECTURAL ELEVATION DRAWINGS FOR VENT CAP MOUNTING HEIGHT.

A30 CONNECT DUCT TO RETURN GRILLE ABOVE DOOR. REFER TO ARCHITECHURAL PLANS
FOR RETURN GRILLE INFORMATION AND ELEVATIONS.

A95 MOUNT BOTTOM OF GRILLE 11'�6" ABOVE FINISHED FLOOR.
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SCALE AT FULL SIZE: 1/8" = 1'�0"
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TAGGED NOTES

A4 REFER TO FIRST FLOOR � AREA 'E' � AIR DISTRIBUTION PLAN FOR
CONTINUATION.

A7 REFER TO SECOND FLOOR � AREA 'D' � AIR DISTRIBUTION PLAN FOR
CONTINUATION.

A31 ROUTE DUCT DOWN TO CONNECT TO FUME HOOD. REFER TO
ARCHITECTURAL PLANS FOR EXACT FUME HOOD LOCATION.
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FIRST FLOOR AREA E " AIR DISTRIBUTION

TAGGED NOTES

A1 REFER TO FIRST FLOOR " AREA 'B' " AIR DISTRIBUTION PLAN FOR CONTINUATION.

A2 REFER TO FIRST FLOOR " AREA 'D' " AIR DISTRIBUTION PLAN FOR CONTINUATION.

A5 REFER TO FIRST FLOOR " AREA 'F' " AIR DISTRIBUTION PLAN FOR CONTINUATION.

A15 PROVIDE 4'' DRYER EXHAUST AIR DUCT.  ROUTE TO ALUMINUM DRYER WALL CAP WITH
BACKDRAFT DAMPER.  DO NOT INSTALL MORE THAN THREE 90 DEGREE BENDS.  REFER
TO ARCHITECTURAL ELEVATION DRAWINGS FOR VENT CAP MOUNTING HEIGHT.

A23 SLOPE ALUMINUM DUCTWORK FROM FAN TOWARDS DISHWASHER.

A49 PROVIDE GREASE DUCT ACCESS DOORS FOR CLEANOUT.  REFER TO SPECIFICATIONS
FOR ADDITIONAL REQUIREMENTS.

A87 DRYER VENT DUCT TO ALUMINUM DRYER WALL CAP WITH BACKDRAFT DAMPER AT
EXTERIOR WALL.  INSTALL WALL CAP PER MANUFACTURER'S REQUIRMENTS

A92 MOUNT BOTTOM OF GRILLE 12'"8" ABOVE FINISHED FLOOR.
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PLAN
NORTH

FIRST FLOOR AREA F � AIR DISTRIBUTION

TAGGED NOTES

A4 REFER TO FIRST FLOOR � AREA 'E' � AIR DISTRIBUTION PLAN FOR CONTINUATION.

A11 REFER TO ENLARGED MECHANICAL ROOM PLANS FOR CONTINUATION.

A15 PROVIDE 4'' DRYER EXHAUST AIR DUCT.  ROUTE TO ALUMINUM DRYER WALL CAP WITH
BACKDRAFT DAMPER.  DO NOT INSTALL MORE THAN THREE 90 DEGREE BENDS.  REFER
TO ARCHITECTURAL ELEVATION DRAWINGS FOR VENT CAP MOUNTING HEIGHT.

A48 PROVIDE DUCT SMOKE DETECTOR IN THIS LOCATION.

A83 WRAP SUPPLY AND EXHAUST DUCT OF OA�2 ABOVE AT WORKSPACE 1C23 WITH A
MASS LOADED VINYL PRODUCT.

A95 MOUNT BOTTOM OF GRILLE 11'�6" ABOVE FINISHED FLOOR.

A96 COOLING RACK INDOOR UNIT FROM EXISTING BURROWS SCHOOL.  CONTRACTOR
SHALL INSTALL EXISTING EQUIPMENT.  REFER TO SHEET M605 FOR ADDITIONAL
INFORMATION AND REQUIREMENTS.

H24 DDC PANEL LOCATION.

2'

SCALE AT FULL SIZE: 1/8" = 1'�0"

0 4' 8' 16' 24'
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SCALE:  1/8" = 1'�0"

FIRST FLOOR AREA G � AIR DISTRIBUTION1

2'

SCALE AT FULL SIZE: 1/8" = 1'�0"

0 4' 8' 16' 24'

TAGGED NOTES

A18 SUSPEND UNIT FROM STRUCTURE.  THERMOSTAT PROVIDED WITH UNIT.

A47 EXHAUST FAN LOCATED ON ROOF.

R,G,D RUNOUT
MARK BRANCH DUCT SIZE

R�9 �

R�10 �

R�11 24"X12"

R�12 34"X30"

R�13

S�1 6" DIA.

S�1A 6" DIA.

S�2 8" DIA.

S�3 10" DIA.

S�4 12" DIA.

S�5 �

S�6 �

S�7 34"x12"

S�8 24"X12"

S�9 12" DIA.

S�10 8"X6"

S�13 10" DIA.

S�14 36"X12"

S�15 16" DIA.

T�1 8x8

R,G,D RUNOUT
MARK BRANCH DUCT SIZE

E�1 6" DIA.

E�1A 6" DIA.

E�2 8" DIA.

E�3 10" DIA.

E�4 12" DIA.

E�5 14" DIA.

E�6 16" DIA.

E�7 10" DIA.

E�8 �

E�9 12" DIA

E�10 �

E�11 �

R�1 6" DIA.

R�1A 6" DIA.

R�2 8" DIA.

R�3 10" DIA.

R�4 12" DIA

R�5 14" DIA.

R�6 14" DIA.

R�7 16" DIA.
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SECOND FLOOR AREA A � AIR DISTRIBUTION 2'

SCALE AT FULL SIZE: 1/8" = 1'�0"

0 4' 8' 16' 24'

TAGGED NOTES

A3 REFER TO FIRST FLOOR � AREA 'A' � AIR DISTRIBUTION PLAN FOR CONTINUATION.

A7 REFER TO SECOND FLOOR � AREA 'D' � AIR DISTRIBUTION PLAN FOR CONTINUATION.

A8 REFER TO SECOND FLOOR � AREA 'B' � AIR DISTRIBUTION PLAN FOR CONTINUATION.

A11 REFER TO ENLARGED MECHANICAL ROOM PLANS FOR CONTINUATION.

A14 MOUNT BOTTOM OF DIFFUSER 8'�0" A.F.F.

A25 MOUNT BOTTOM OF RETURN GRILLE 1'�0" A.F.F.

A26 REFER TO DETAILS FOR ATFP SUPPORTING REQUIREMENTS.

A79 ALL EXPOSED DUCT IN THIS AREA SHALL BE DOUBLE WALL, PAINTED GRIP FINISH
DUCT. PAINT DUCT PER ARCHITECTURAL REQUIREMENTS.

A84 WRAP SUPPLY AND RETURN DUCT OF OA�1 ABOVE CONTROL ROOM WITH A MASS
LOADED VINYL PRODUCT.

A88 RECIRCULATING RANGEHOOD.  REFER TO ARCHITECTURAL DRAWINGS.

A91 PROVIDE 6" EXHAUST AIR DUCT IN WALL CAVITY TO CONNECT TO PROJECTOR BOX.
ROUTE EXHAUST AIR DUCT UP TO 29'�6" AFF.  PENETRATE WALL ABOVE CEILING SPACE
OF ADJACENT ENTRY CORRIDOR 1C00 SPACE.

A97 PAINT GRIP FINISH DUCT.  PAINT DUCT PER ARCHITECTURAL REQUIREMENTS.
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VAV/CAV BOX RUNOUT
MARK INLET SIZE

CAV�4 4"ø
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TAGGED NOTES

A2 REFER TO FIRST FLOOR � AREA 'D' � AIR DISTRIBUTION PLAN FOR CONTINUATION.

A9 REFER TO SECOND FLOOR � AREA 'A' � AIR DISTRIBUTION PLAN FOR CONTINUATION.

A10 REFER TO SECOND FLOOR � AREA 'E' � AIR DISTRIBUTION PLAN FOR CONTINUATION.

A14 MOUNT BOTTOM OF DIFFUSER 8'�0" A.F.F.

A15 PROVIDE 4'' DRYER EXHAUST AIR DUCT.  ROUTE TO ALUMINUM DRYER WALL CAP WITH
BACKDRAFT DAMPER.  DO NOT INSTALL MORE THAN THREE 90 DEGREE BENDS.  REFER
TO ARCHITECTURAL ELEVATION DRAWINGS FOR VENT CAP MOUNTING HEIGHT.

A19 REFER TO ROOF PLAN � HVAC FOR CONTINUATION.

A25 MOUNT BOTTOM OF RETURN GRILLE 1'�0" A.F.F.

A88 RECIRCULATING RANGEHOOD.  REFER TO ARCHITECTURAL DRAWINGS.

A97 PAINT GRIP FINISH DUCT.  PAINT DUCT PER ARCHITECTURAL REQUIREMENTS.
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TAGGED NOTES

A7 REFER TO SECOND FLOOR � AREA 'D' � AIR DISTRIBUTION PLAN FOR CONTINUATION.

A26 REFER TO DETAILS FOR ATFP SUPPORTING REQUIREMENTS.
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